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(N) SOLAR CANOPY
STRUCTURAL COLUMN

(N) CANOPY-MOUNTED
SOLAR PV MODULES
(ELECTRICALLY CONNECTED)

DOWN SLOPE

(E) POLE-MOUNTED LIGHT
FIXTURE

(E) FIRE HYDRANT

(N) TRENCH

® KEYED NOTES

(E) MAIN SWITCHGEAR AND (N)
POINT OF AC INTERCONNECTION,
WARNING LABEL DETAIL 1/V/ARNING
LABELS SHEET

(E) UTILITY LOAD METER.

(W) PV SYSTEM UTILITY AC
DISCONNECT. WARNING LABEL
DETAIL 2/WARNING LABELS SHEET
(M) PV INVERTER AND DC
DISCONNECT SWITCH. WARNING
LABEL DETAIL 8 & 3/WARNING
LABELS SHEET

(N) CONDUIT ON WALL. SEE DETAIL
X/PVX.

(N) CONDUIT ON ROOF. SEE DETAIL
X/PX,

(N) MONITORING EQUIPMENT

{N) AC COMBINER PANEL WARNING
LABEL DETAILS 6-7/WARNING
LABELS SHEET

(E) UTILITY TRANSFORMER

INVERTER PANEL BOARD
NUMBERING SYSTEM
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